MOISTURE/AIR/VAPOR BARRIER AS REQUIRED

YORK SEAL® RUBBERIZED ASPHALT FLASHING RETURNED INTO MASONRY BACKUP, EXTENDED 6" MIN. BEYOND WINDOW JAMBS

MASONRY BACKUP

SUPPORT YORK SEAL® RUBBERIZED ASPHALT FLASHING ACROSS CAVITY

LOOSE LINTEL ANGLE

SEALANT

NOTE: WEEP VENT PROTECTION NOT SHOWN FOR CLARITY

CAVITY INSULATION

AIR SPACE FOR DRAINAGE

MASONRY VENEER

VERTICAL BRICK EXPANSION JOINT AS REQ’D

WEEP VENT INSERTS ON TOP OF FLASHING

YORK STAINLESS STEEL END DAM, 2" VERTICAL, MIN.

STAINLESS STEEL DRIP EDGE EXTENDED 6" MIN. BEYOND WINDOW JAMBS

SEALANT

YORK SEAL® FLASHING RETURNED INTO BACKUP

REV. 12/23/14

www.yorkmfg.com

YD101